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Hydraulic Analysis for Downtown Brampton Watermain (RFQ 2020.003)

Environmental Assessment that the Region is current undertaking. The purpose of the hydraulic modelling
analysis is to determine the hydraulic implications to the Region’s system with the inclusion of various routing

options of the future watermain that service the future Downtown Brampton developments. Based on the
proposed short listed routing for the future watermain, the following routing options were analyzed in this

study.

Figure 1 below shows the location of the short-listed routing options.

Option 2A: Centre Street

Option 2B: Centre and Beech Street

Option 4B: Main and Centre Street

Option 4C: Main and Mill Street

Option 4D: Main and Centre with Church Street
Option 5: West Neighborhood
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Figure 1: Short-Listed Routing Option

For Option 4B, the proposed watermain location included a section of watermain on Vodden Street East;
which was overlapping with the existing 600mm watermains. As suggested by the Region, an alternate
option, Option 4B-2 was developed; which excluded the proposed watermain on Vodden Street East.

This memo presents the summary of hydraulic modelling analysis results for the routing options as noted
above. Detailed hydraulic analysis results are included in the Appendix.

Model Update

In addition to the scenario development for each routing option, the modelling pipes were updated to reflect
the Region’s latest plan for infrastructure upgrades. Figure 2 shows the update applied to the model.

Source: Alternative Solutions Workshop Presentation, April 24, 2020

AECOM
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Figure 2: Proposed Upgrades in Downtown Brampton
Modelling Approach
The following describes the approach applied for the hydraulic modelling analysis

o  Determine hydraulic performances / benefit of the proposed watermain under high demand scenario.
Pressure, velocity, watermain volumetric turnover were evaluated.

— 2041 Maximum Day Demand (MDD) conditions based on Region’s Master Plan growth scenario
(Scenario 16)

— 2041 Maximum Day Demand (MDD) plus fire flow conditions

o Determine potential water quality implications in the system when the proposed watermain was
commissioned. To evaluate the impacts under worse case scenario, watermain volumetric turnover was
evaluated under low demand scenario

— 2026 Average Day Demand (ADD) conditions based on Region’s Master Plan growth scenario
(Scenario 16)

e  For the routing options that provide the highest hydraulic benefit to the system, water quality
implications in the system was further evaluated by performing the water age analysis. Low demand
scenario was used for water age analysis.

— 2026 Average Day Demand (ADD) conditions based on Region’s Master Plan growth scenario
(Scenario 16)

In addition to the evaluation approach / scenarios as noted above, potential interconnection locations and
size requirement for the proposed watermain were reviewed.

Evaluation Criteria
The following criteria were applied in evaluating the hydraulic performance of the system.

—  Pressure under normal operating condition: 40 to 100psi

AECOM
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Maximum velocity of the watermain: 2.0m/s
Minimum turnover rate in the watermain: 0.5 times per day

Maximum available fire flow of 386L/s at a minimum pressure of 20psi at the bench connection of
the proposed watermain.

Hydraulic Modelling Results Summary

With the completion of the hydraulic analysis, the following summarizes the key findings.
e 2041 MDD:

The differences / improvements in hydraulic performances in terms of pressures and velocity
between the options versus the BASE scenarios (without the future watermains) were insignificant.
Following table summarizes the maximum velocity in the proposed watermain for each routing
option:

Minimum Pressure at

Queen Street East and
Routing Option Max Velocity (m/s) Main Street (psi)
BASE (without
new watermain) - 75.1
Option 2A 0.04 75.1
Option 2B 0.04 74.7
Option 4B 0.05 75.1
Option 4B-2 0.04 75.3
Option 4C 0.05 75.3
Option 4D 0.05 75.1
Option 5 0.04 75.3

e 2041 MDD plus Fire Flow:

With the future Downtown Brampton watermain, the maximum available fire flow for the core
development areas (along Queen Street East, between Main Street and Centre Street) was
generally maintained above 200L/s at 20psi.

Specific fire flow of 386L/s for 6hr (maximum flow for determining fire storage in the reservoir) was
assigned to the interconnection of Queen Street East and Main Street to evaluate the system
capacity for providing fire flow under 2041 maximum day demand conditions. The results shown
that the residual pressures were maintained above 20psi (~60psi) for all routing options.

e  Water Turnover under 2026 Average Day Demand conditions:

Minimum turnover rate of 0.5 times per day were identified for all watermains (local distribution and
sub transmission mains) for all routing options with the proposed size of the Downtown Brampton
watermain being 750mm.

The evaluations also included the future watermain size of 600mm as well as the potential
interconnection(s) to the existing system

=  The size of the Downtown Brampton watermain being 600mm would further improve the
turnover rate

e The following locations for each watermain route options were suggested in addition to the
interconnection point that the EA team identified.

AECOM

Option 2A

= interconnection at Church and Centre ONLY IF the Region will / can build the future 600mm
on Church Street East.
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=  Interconnection at Queen Street East and Centre Street North for providing redundancy to the
connection at John Street and Centre Street South

Option 2B

= Interconnection at Queen Street East and Beech Street for providing redundancy to the
connection at John Street and Centre Street South

Option 4B
= Interconnection at Vodden Street East and Centre Street North

e The 750mm section on Vodden Street East may not be required since the existing
600mm watermain on Vodden Street East between Centre Street North and Main Street
North would provide adequate capacity for transferring water from William Parkway to
Queen Street East with the proposed watermains on Main Street North and Centre Street
North

= interconnection at Church Street East and Centre Street North ONLY IF the Region will / can
build the future 600mm on Church Street East.

=  Interconnection at Queen Street East and Centre Street North for providing redundancy to the
connection at John Street and Centre Street South

Option 4C
=  No other interconnection point was identified
Option 4D

= interconnection at Church Street East and Main Street North ONLY IF the Region will / can
build the future 600mm on Church Street East.

= interconnection at Church Street East and Centre Street North ONLY IF the Region will / can
build the future 600mm on Church Street East.

Option 5

=  No other interconnection point was identified

e  Water Age Analysis Results:

AECOM

Based on the discussion with the Region, routing option 2A, 4B and 4D would be considered as the
option that would provide the highest hydraulic benefit to the future Downtown Brampton
developments.

=  Option 4D was considered as the ideal option for the system and the future 600mm watermain
project (Master Plan Project ID: WM-D-227) on Church would not be necessary. However,
TRCA approval could be the key challenge in implementing this option and therefore this
option is not considered as a preferred option; water age analysis was not completed for this
option.

To further confirm the water quality implication to the future Zone 5 system, water age analysis was
completed for the Option 2A and Option 4B for 2021 Average Day Demand conditions.

=  The size of 600mm for the proposed Downtown Brampton watermain would provide similar
water age as the those identified in the BASE scenario (existing system without proposed
Downtown Brampton watermain)

=  The size of 750mm for the proposed Downtown Brampton watermain would significantly
increase the water age in the first 80hours but stabilized after 80hours to which it was similar
to those identified in the BASE scenario.

e The increase in water age could be associated with the current pump controls assigned in
the hydraulic model. Since the identical pump controls were used for the modelling, the
increase in water age presented a possibility that the 750mm watermain would increase
the chance for low chorine residual in the system when the water demands were low.
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e To reduce the chance in having any possible low chorine residual in the system, the water
age analysis results suggested the Region could consider a 600mm watermain for the
future Downtown Brampton watermain.

Conclusions and Recommendations

e  The hydraulic analysis was completed

¢ Routing option 2A, 4B and 4D would be considered as the option that would provide the highest
hydraulic benefit to the future Downtown Brampton developments.

Option 4D was considered as the ideal option for the system and the future 600mm watermain
project (Master Plan Project ID: WM-D-227) on Church would not be necessary. However, TRCA
approval could be the key challenge in implementing this option and therefore this option is not
considered as a preferred option.

With 600mm watermain as the future watermain, the proposed section on Vodden Street East for
Option 4B would not be necessary.

e  The water age analysis results shown that the size of 600mm for the future Downtown Brampton
watermain could minimize the potential water quality implication when the watermain was
commissioned in year 2026. The Region could consider downsizing the future Downtown Brampton
watermain from 750mm to 600mm.

e  The Region should consider the following interconnections for each option:

AECOM

Option 2A

= interconnection at Church and Centre ONLY IF the Region will / can build the future 600mm
on Church Street East.

=  Interconnection at Queen Street East and Centre Street North for providing redundancy to the
connection at John Street and Centre Street South

Option 2B

= Interconnection at Queen Street East and Beech Street for providing redundancy to the
connection at John Street and Centre Street South

Option 4B
= Interconnection at Vodden Street East and Centre Street North

e The 750mm section on Vodden Street East may not be required since the existing
600mm watermain on Vodden Street East between Centre Street North and Main Street
North would provide adequate capacity for transferring water from William Parkway to
Queen Street East with the proposed watermains on Main Street North and Centre Street
North
=  interconnection at Church Street East and Centre Street North ONLY IF the Region will / can
build the future 600mm on Church Street East.

= Interconnection at Queen Street East and Centre Street North for providing redundancy to the
connection at John Street and Centre Street South

Option 4D

= interconnection at Church Street East and Main Street North ONLY IF the Region will / can
build the future 600mm on Church Street East.

= interconnection at Church Street East and Centre Street North ONLY IF the Region will / can
build the future 600mm on Church Street East.
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Appendix B: Water Turnover Results

AECOM
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Appendix C: Water Age Analysis Results
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